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A Life Safety Code Recertification and
State Licensure Survey was conducted by
the Indiana State Department of Health in
accordance with 42 CFR 483.70(a).

Survey Date: 06/30/11

Facility Number: 000160
Provider Number: 155258
AIM Number: 100267190

Surveyor: Phillip Komsiski, Life Safety
Code Specialist

At this Life Safety Code survey,
Countryside Manor Health & Living
Community was found not in compliance
with Requirements for Participation in
Medicare/Medicaid, 42 CFR Subpart
483.70(a), Life Safety from Fire, and the
2000 edition of the National Fire
Protection Association (NFPA) 101, Life
Safety Code (LSC), Chapter 19, Existing
Health Care Occupancies and 410 IAC
16.2.

This one story facility was determined to
be of Type V (111) construction and was
fully sprinklered. The facility has a fire
alarm system with smoke detection in the
corridors and spaces open to the corridors
with battery operated smoke detectors in
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Any defiencystatement ending with an asterisk (¥) denotes a deficency which the institution may be excused from correcting providing it is determined that
other safegaurds provide sufficient protection to the patients. (see instructions.) Except for nursing homes, the findings stated above are disclosable 90 days
following the date of survey whether or not a plan of correction is provided. For nursing homes, the above findings and plans of correction are disclosable 14
days following the date these documents are made available to the facility. If deficiencies are cited, an approved plan of correction is requisite to

continued program participation.
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all resident sleeping rooms. The facility
has a capacity of 109 and had a census of
86 at the time of this survey.
Quality Review by Robert Booher, Life Safety
Code Specialist-Medical Surveyor on 07/06/11.
The facility was found not in compliance
with the aforementioned regulatory
requirements as evidenced by the
following:
K0038 Exit access is arranged so that exits are
SS=E readily accessible at all times in accordance
with section 7.1.  19.2.1
Based on observation and interview, the K0038 K038 07/30/2011
facility failed to ensure the means of . The four doors have had the code
egress through 4 of 9 delayed egress locks :;scp})llZ};ﬁ)(ijﬂ:;{tﬁztt&ee::}éi?i erl:y a
was readily accessible for all residents, readily accessible at all times. No
staff and visitors. LSC 7.2.1.6.1, Delayed residents were found to be affected.
Egress Locks allows approved, listed,
delayed egress locks shall be permitted to IL- Al other exit doors in the
. . building have the 15 second delayed
be installed on doors serving low and egress currently.
ordinary hazard contents in buildings
protected throughout by an approved, III. A systemic change included that
supervised automatic fire detection system the codes will stay in place next to
installed in accordance with Section 9.6, g;eol::yp ad entries for these four
or an approved, supervised automatic '
sprinkler system installed in accordance IV. The Maintenance Director or
with Section 9.7, and where permitted in designee will monitor these doors
through the preventative maintenance
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Chapters 12 through 42, provided:

(a) The doors unlock upon actuation of an
approved, supervised automatic sprinkler
system installed in accordance with
Section 9.7, or upon the actuation of any
heat detector or not more than two smoke
detectors of an approved, supervised
automatic fire detection system installed
in accordance with Section 9.6.

(b) The doors unlock upon loss of power
controlling the lock or locking
mechanism.

(c) An irreversible process shall release
the lock within 15 seconds upon
application of a force to the release device
required in 7.2.1.5.4 that shall not be
required to exceed 15 1bf nor required to
be continuously applied for more than 3
seconds. The initiation of the release
process shall activate an audible signal in
the vicinity of the door. Once the door
lock has been released by the application
of force to the releasing device, relocking
shall be by manual means only.
Exception: Where approved by the
authority having jurisdiction, a delay not
exceeding 30 seconds shall be permitted.
(d) On the door adjacent to the release
device, there shall be a readily visible,
durable sign in letters not less than 1 inch
high and at least 1/8 inch in stroke width
on a contrasting background that reads:
"PUSH UNTIL ALARM SOUNDS.
DOOR CAN BE OPENED IN 15

system program. The doors will be
checked monthly to ensure the code

months to total twelve months of
monitoring and quarterly thereafter.
Any identified concerns will be
addressed immediately. The results
of these reviews will be reported to
the Quality Assurance Committee.
V. Completion date: 7/30/2011.

is easily displayed for the next twelve
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SECONDS."

This deficient practice could affect 21
residents on Station 34 south and 41
residents on Station 41 south as well as
staff and visitors.

Findings include:

Based on observations on 06/30/11 with
the Maintenance Supervisor during the
tour from 12:00 p.m. to 3:00 p.m., the
following exits which were provided with
delayed egress locks did not open with
loss of power to the facility or open in 15
seconds by pushing on the door and
initiating an irreversible process to release
the lock: the Station 34 south exit, Station
34 southeast exit, Station 41 south exit
and the Station 41 southwest exit. Based
on interview on 06/30/11 concurrent with
the observations with the Maintenance
Supervisor, it was acknowledged all the
aforementioned exits would not open
within fifteen seconds after applying
pressure to the each of the exit doors.

3.1-19(b)
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